The primary frequency modulation (PFM) performance of a power control system (PCS) is an important factor affecting the security and stability of a power grid. The traditional control method is proportional integral (PI) control. In order to improve its dynamic control performance, a control method based on the combination of internal model control (IMC) and PI is proposed. Using the method of theoretical assessment and system identification, a simple simulated model of the typical PCS is established. According to the principle of system identification and the least square estimation (LSE) algorithm, the mathematical models of a generator and a built-in model are established. According to the four dynamic performance indexes, the main and auxiliary assessment index of the PCS are defined, and the benchmark and the result of the performance assessment are given. According to three different structures, the PFM dynamic performance of the PCS is analyzed separately. According to the dynamic performance assessment index of PFM, the structure of the control system and the influence of different parameters on the performance of the PCS are analyzed under ideal conditions. The appropriate control structure and controller parameters are determined. Secondly, under the non-ideal condition, the influence of the actual valve flow coefficient on the performance of the control system is studied under two different valve control modes. The simulation results show that the internal model combined with PI has better dynamic control performance and stronger robustness than the traditional PI control, and it also has better application prospects for thermal power plants.
Introduction
Power grid frequency is an important index of power quality that reflects the balance relation between active power and load. Controlling the frequency of a power grid makes it maintain a rating, which is an important task for power grid operation. Frequency control of the power grid consists of three stages according to execution order, namely primary frequency modulation (FM) (please refer to Abbreviation list for all abbreviations appearing in this article), secondary FM, and triple FM. The frequency control function at all levels is cross-sectional and completes the power frequency the control task together. Among them, the primary frequency modulation (PFM) response time is fastest, so it is very important to restrain frequency fluctuation frequently, changing within small range and frequency stability when electric network accidents occur [1, 2] . When power grid frequency deviates from the rated frequency, the thermal power units utilizing boiler heat storage respond quickly to the frequency change of a power grid, while the generator increases or decreases the output force influence on the regulating effect of the thermal power unit control system. In [22, 23] , it is pointed out that the variation in operating characteristics not only affects the performance of the existing control system, but also endangers the safety and stability of the unit in the process of operation. In [24] [25] [26] [27] , it is pointed out that the control strategy of each control loop in the power plant generally adopts the proportional integral (PI) control structure. The main reason is that the PI control strategy has strong robustness, and it is easy to adjust parameters. Therefore, new control algorithms, such as internal model control (IMC) [28] [29] [30] and the intelligent control algorithm [31] [32] [33] , even if the development is very rapid, are of very little practical application for a control system of thermal power plants with such high security requirements. A small number of applications are limited to local control loops. IMC is a highly practical method proposed in the 1980s. An extension of the Smith predictor, it has a simple structure, a simple design, fewer online adjustment parameters, a clear adjustment policy, and easy adjustability. The improvement in robustness and disturbance as well as the effect especially on the control of a large time-delay system are especially remarkable. Therefore, it is not only used in slow response process control, but also has a better effect in the fast response of motor control compared with the PI control algorithm since its advent. In order to optimize the performance of the PCS, a PCS based on IMC is proposed in this paper. For simplicity and practicality, this paper does not establish a boiler side main steam pressure model. With adopting a mathematical model of the turbine generator, the simulated model of the PCS is built in a MATLAB environment. First, under ideal conditions, the valve local flow coefficient is supposed as 1. The dynamic performance of PCSs under different control strategies and controller parameters is studied. Second, according to two kinds of steam turbine valve control modes, the actual valve local flow coefficient is calculated, and the dynamic characteristics and robustness of a PCS under different control strategies are analyzed. In a simulated environment, the performance of the IMC system and the PI control system are compared. The simulation results show that the control strategy based on the combination of the internal model and PI control can better ensure the control performance of the unit under the operating characteristics and operation mode changes. Thus, the performance of the PFM of the unit is improved, and the security and stability of the power system are improved.
The organizational structure of this paper is as follows. In Section 2, the methods are introduced. In Section 3, the working principle of the PCS and the mathematical model of each component are introduced in detail. In Section 4, four indexes are defined as the benchmark of the performance assessment. On this basis, the factors that affect the PCS are simulated in detail, and the performance of the system is compared and analyzed. In Section 5, the valve local flow coefficient is defined, and the relationship between different valve control modes and the valve local flow coefficient is analyzed. At the same time, under the simulation environment, when the valve local flow coefficient is different, the performance of the PCS in PI and IMC mode is compared and analyzed, the root locus is plotted, and the robustness of the system is analyzed. Section 6 summarizes the paper. In Figure 1 , G P (s) and G PID (s) represent the controlled object and controller, respectively, and R(s), E(s), U(s), Y(s), and D(s) represent the reference, the error, the control action, the output, and the external disturbance, respectively.
Methods

Control System Based on Proportion Integration Differentiation
The mathematic relationship between input and output of the PID controller is as follows:
u(t) = K P e(t) + K I t 0 e(t)dt + K D de(t) dt .
The corresponding transfer function is as follows:
The Structure and Design of IMC
The structure of the IMC system is shown in Figure 2 . G P (s) is the process,Ĝ P (s) is the controlled object model, and G IMC (s) is an IM (internal model) controller. R(s), U(s), Y(s), Y m (s), and D(s) represent the reference, the control action, the object output, the model output, and the external disturbance, respectively. In Figure 1 
( ) 1 ( ) = = + + = 1 + + ) ( )
The structure of the IMC system is shown in Figure 2 . ( ) ( )
The internal model controller is transformed into a PID-type solution; that is, Equation (2) is equivalent to Equation (1) . Therefore, the PID controller is designed from the point of view of IMC. In general, the design process of an internal model controller is as follows: In Figure 2 , we can obtain the following relation between the equivalent feedback controller G c (s) and the IM controller G IMC (s) in the dashed line:
The internal model controller is transformed into a PID-type solution; that is, Equation (2) is equivalent to Equation (1) . Therefore, the PID controller is designed from the point of view of IMC. In general, the design process of an internal model controller is as follows:
(A) The model G p (s) of the controlled object is decomposed into an all-pass part G p + (s) and a minimum phase part G p − (s):
In Equation (2), G p + (s) contains the pure lag element in G p − (s) and the zero point of the right half s plane and
Processes 2019, 7, 11
of 35
In general, G p + (s) has the following form:
In Equation (6), the superscript H denotes a complex conjugation.
(B) In order to suppress the influence of the model error on the system and increase the robustness of the system, a low-pass filter G DT (s) is added to the controller, which is generally taken as the simplest form as follows:
In Equation (7), the order r depends on the order of G p − (s) so that the control can be realized, and λ is a time constant.
The IM controller obtained by this two-step design is as follows:
Substitute Equation (7) into Equation (8) and the result to Equation (3), and take Equation (4) into account. The following equation is then obtained:
When the process model is known, the parameters of the PID controller based on IMC can be obtained by Equations (2) and (9) according to the principle of identical equality.
If the controlled plant is an n-order model, the form of the state equation is given as follows:
Under the optimal condition of the quadratic performance index,
The following Hamiltonian function is obtained:
where P is the adjoint of the state vector:
According to ∂H/∂u = 0, the optimal control solution is
The M(t) is the solution of the following Riccati equation:
The Riccati equation has the following properties:
For the above reasons, the matrix differential equation of Equation (16) can be replaced by the following matrix differential equation:
It can be seen from the viewpoint of modern control theory that PID is the optimal control model of process control for an n-order system, which shows that the PID controller designed based on the internal model principle also conforms to the principle of quadratic optimal control selection.
Least Squares Method (LSM)
In the process of establishing the whole mathematical model of the PCS, a system identification method is needed, and the most basic method is the LSM. Compared to other approaches, least square estimation (LSE) is easy to understand and often effective.
Since the sampling is discrete, the discrete model is usually used in time domain identification. Let the difference equation be
where u = input, z = output, and n = model order, respectively. In practical engineering, both input and output have measurement errors, and a noise is added to the previous equation:
If there are N + m points of measurement, there are N equations as follows:
The above equations are written in vector form. The definition is as follows:
The equation can be written as 
That is,
Define another objective function to measure the quality of the model:
Select a set of vectorsθ to minimize the objective function, i.e., to optimize. Place Equation (24) into Equation (25) , and the objective function J is expressed as
Take the derivative of the objective function and make it zero.
Thus, it is possible to obtain
Thus, the parameter estimationθ, which minimizes the objective function, can be obtained.
This result is called the LSE of θ. This method is used in the follow-up generator mathematical model and built-in model calculation.
The Structure and Mathematical Model of PCS
The thermal power plant production process is shown in Figure 3 . A boiler combined with a steam turbine and a generator constitutes the main equipment of thermal generating units. In order to establish a PCS model of the thermal power unit, a demand assessment should first be carried out clearly to clarify the purpose of modeling. During modeling, it should be noted that models should include only information related to modeling purposes, while other irrelevant information or less relevant information should be discarded or simplified. When verifying the performance of unit PFM, information about the boiler side can be greatly simplified. If the precision of the model requirement is not very high, boiler side characteristics cannot be considered. Therefore, the PCS in the blue square is studied, and its mathematical model will be established for simulation research. The equation can be written as
Select a set of vectors θ to minimize the objective function, i.e., to optimize. Place Equation (24) into Equation (25) , and the objective function J is expressed as
The thermal power plant production process is shown in Figure 3 . A boiler combined with a steam turbine and a generator constitutes the main equipment of thermal generating units. In order to establish a PCS model of the thermal power unit, a demand assessment should first be carried out clearly to clarify the purpose of modeling. During modeling, it should be noted that models should include only information related to modeling purposes, while other irrelevant information or less relevant information should be discarded or simplified. When verifying the performance of unit PFM, information about the boiler side can be greatly simplified. If the precision of the model requirement is not very high, boiler side characteristics cannot be considered. Therefore, the PCS in the blue square is studied, and its mathematical model will be established for simulation research. Figure 4 is a typical schematic diagram of a traditional PCS. The control system adopts feed forward (FF) and feedback control, the controlled variable is electromagnetic power P E , and the reference P sp can be manually set or can be an AGC (automatic generation control) target value. It's just that the power is set in a different way. The sum of the set value and the FM increment is the final power value of FF and feedback control, and the deviation of the electric power are compared with the set value to form a total valve position command so as to control the opening of the steam valve. The opening of the actuator and the main steam pressure determine the steam flow into the turbine, which is expressed by Q = f (µ, P T ). The steam expands to be mechanical power, and the generator converts it into electromagnetic power pouring into the power grid.
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The Structure of the Power Control System
The steam expands to be mechanical power, and the generator converts it into electromagnetic power pouring into the power grid. Compared with the typical PI plus FF in Figure 4 , the structure of PCS based on IMC plus PI is illustrated in Figure 5 ( ) Compared with the typical PI plus FF in Figure 4 , the structure of PCS based on IMC plus PI is illustrated in Figure 5 . The FF function is removed, and the closed loop controller still uses the PI controller. G DT (s) is a mathematical model of the low pass filter, and G T (s) is the transfer function between Q and P M , which represents the dynamic relationship between the two variables. The full built-in model G M (s) = 1 − G IMC (s). The role of G M (s) is to make the controller work in advance based on the steam flow into the turbine to reflect changes to the input of the controller.
The steam expands to be mechanical power, and the generator converts it into electromagnetic power pouring into the power grid. Compared with the typical PI plus FF in Figure 4 , the structure of PCS based on IMC plus PI is illustrated in Figure 5 
Mathematical Model of PCS
First in order to carry out the simulation research on the PCS, the mathematical model of each component should be established. Therefore, in this section, the model and the parameters of each component in Figures 4 , 5, and 6, respectively, are determined.
In many cases, the PID can change control strategy easily and flexibly, and the P, PI, PD (Proportion Differentiation), or PID are typical structural composition. The PI control structure is used in this paper.
The controller parameters under the two control modes are shown in Table 1 . 
According to the Equation (7) in Section 2.2; ## : According to the LSE (Least square estimation) method introduced in Section 2.3,
is determined, where m T and n T are parameters to be identified.
The following is the establishment mathematical model of the controlled object, which is the steam turbine and generator [34] of the PCS. The traditional steam turbine governing system model can be applied to most large steam turbine units and the transfer function is as follows.
The electro-hydraulic servo actuator model is 
First in order to carry out the simulation research on the PCS, the mathematical model of each component should be established. Therefore, in this section, the model and the parameters of each component in Figures 4-6 , respectively, are determined.
Note. # : According to the Equation (7) in Section 2.2; ## : According to the LSE (Least square estimation) method
Tns+1 is determined, where T m and T n are parameters to be identified.
The electro-hydraulic servo actuator model is
The turbine model is
The definitions and values of all parameters in Equations (31) and (32) are shown in Appendix A. The parameters in Table A1 (Appendix A) are substituted into Equations (31) and (32), respectively, and the following models are gained.
The actuator model is
The equivalent forward transfer function of the PCS is
Suppose the steam flow into the turbine is a per-unit value
In Equation (36), µ is the opening of the electro-hydraulic servo system, and P * T is the unitary value of the main steam pressure. When the steam pressure is constant, the relationship between Q * and µ is linear. Therefore, the definition of the local valve flow coefficient is
In Equation (37), ∆Q represents the steady-state increment of the actual flow and ∆µ represents the steady-state increment of the total valve position.
The main difference between different synchronous generator mathematical models lies in the rotor windings number of motor. If each rotor has two windings, and each rotor windings correspond to the first order differential equations on the d and q axes, then it is called a fourth-order model. Along with the second-order rotor motion equations, the whole generator equations are sixth-order models described in Appendix B (Equations (A1)-(A6)). For the specific parameters and significance, refer to [35, 36] .
In an actual generator system, if we consider the influence of the excitation system and the power system stabilizer, the generator model will become more complicated because of a high degree of nonlinearity. Therefore, the reduced order model can be used instead of the full order model to ensure that the power simulation response curve is undistorted.
According to the ideas foundation of Prony assessment [37, 38] , the lower-order model can be extracted from the full order model to obtain the related transfer function by means of the relationship between the output and the input under disturbance. The two parameters measured are the input mechanical power and the output electromagnetic power of the generator. The model can be represented by a second order transfer function expressed by Equation (38) [39] . According to the least square system identification method introduced in Section 2.3, two undetermined parameters of the generator are identified.
According to the relationship between the input and output of the generator model, the linear low order model is extracted from the high order model of the generator. The optimization algorithm for system identification is the simplex method, and identified parameters are shown as Equation (39) .
Appendix B represents the actual complicated model, and Equation (39) represents a simplified reduced model, and the simulation step response results are shown in Figure 7 .
Appendix B represents the actual complicated model, and Equation (39) represents a simplified reduced model, and the simulation step response results are shown in Figure 7 . From Figure 7 , it shows that the simplified model can reflect the power response characteristic of the actual model with high accuracy. Since the response curves of the low order model and the high order model coincide well, it is feasible to replace the complex nonlinear model with a low order model.
Performance Assessment and Simulation of the Power Control System
In this section, the performance assessment index of the PCS is established first, and further simulation research is then described on the basis of the establishment of each component of PCS in Section 3.
Dynamic Performance Indexes and Performance Assessment Definition
Dynamic Performance Indexes of PCS
A typical schematic diagram of PFM of thermal power unit is shown in Figure 8 . The initial FM power constant value is obtained by calculating the speed difference in unit speed through an unequal ratio function ( Figure 9 ). Theoretically, the relation between the actual rotational speed and the frequency of the power grid is n = 60f (r/min). On the side of the power loop, the speed difference which reflects the change of network frequency is compensated by FM power constant value by designing the function of the speed varying rate. The DEH (digital electric hydraulic control system) side makes the rotation speed difference signal directly superimposed on the steam turbine regulator via the rotational speed varying rate design function. On the DEH side, FM directly controls the valve opening regulation of the steam turbine, thereby rapidly changing the unit power. After adjusting the FM effect of the power loop side, closed loop regulation is carried out to ensure steady power and FM target power suppression. From Figure 7 , it shows that the simplified model can reflect the power response characteristic of the actual model with high accuracy. Since the response curves of the low order model and the high order model coincide well, it is feasible to replace the complex nonlinear model with a low order model.
Performance Assessment and Simulation of the Power Control System
Dynamic Performance Indexes and Performance Assessment Definition
Dynamic Performance Indexes of PCS
A typical schematic diagram of PFM of thermal power unit is shown in Figure 8 . The initial FM power constant value is obtained by calculating the speed difference in unit speed through an unequal ratio function ( Figure 9 ). Theoretically, the relation between the actual rotational speed and the frequency of the power grid is n = 60f (r/min). On the side of the power loop, the speed difference which reflects the change of network frequency is compensated by FM power constant value by designing the function of the speed varying rate. The DEH (digital electric hydraulic control system) side makes the rotation speed difference signal directly superimposed on the steam turbine regulator via the rotational speed varying rate design function. On the DEH side, FM directly controls the valve opening regulation of the steam turbine, thereby rapidly changing the unit power. After adjusting the FM effect of the power loop side, closed loop regulation is carried out to ensure steady power and FM target power suppression.
The PFM performance of thermal power units is very important to ensure the frequency stability of the power grid. The control characteristics and operating characteristics of the units have a great influence on the performance of the PFM, so the factors affecting the performance are analyzed below.
First, the specific indicators for evaluating the performance of primary frequency regulation are confirmed, so three dynamic indicators are selected as part of the performance assessment index according to [40] . The first dynamic index is described as the load time of the coal-fired units. Seventy-five percent of the target load should be less than 15 s. The second dynamic index is described as the load time. A 90% target load should be less than 30 seconds. The third dynamic index is that the stability time of the unit participating in PFM and is less than 1 min. According to Figure 10 , the meaning of the three dynamic indexes is explained below. The PFM performance of thermal power units is very important to ensure the frequency stability of the power grid. The control characteristics and operating characteristics of the units have a great influence on the performance of the PFM, so the factors affecting the performance are analyzed below. First, the specific indicators for evaluating the performance of primary frequency regulation are confirmed, so three dynamic indicators are selected as part of the performance assessment index according to [40] . The first dynamic index is described as the load time of the coal-fired units. Seventy-five percent of the target load should be less than 15 s. The second dynamic index is described as the load time. A 90% target load should be less than 30 seconds. The third dynamic index is that the stability time of the unit participating in PFM and is less than 1 min. According to Figure 10 , the meaning of the three dynamic indexes is explained below. The PFM performance of thermal power units is very important to ensure the frequency stability of the power grid. The control characteristics and operating characteristics of the units have a great influence on the performance of the PFM, so the factors affecting the performance are analyzed below. First, the specific indicators for evaluating the performance of primary frequency regulation are confirmed, so three dynamic indicators are selected as part of the performance assessment index according to [40] . The first dynamic index is described as the load time of the coal-fired units. Seventy-five percent of the target load should be less than 15 s. The second dynamic index is described as the load time. A 90% target load should be less than 30 seconds. The third dynamic index is that the stability time of the unit participating in PFM and is less than 1 min. According to Figure 10 , the meaning of the three dynamic indexes is explained below. Under a simulation environment, turbine speed step change is artificially simulated, and the the PFM loop quickly changes the turbine mechanical output power, so power response characteristics of the unit can be obtained under frequency disturbance. As shown in Figure 10 , when the unit speed signal has a step change n and the speed discrepancy exceeds the death zone (eg., ±2 r/min) in Figure 10 , then the unit's frequency function begins to change the power of the unit. The time of the step change of the speed signal is the starting time of the PFM action. The symbol e P means the power change, and the power of the unit reaches a steady value of sp P as the Under a simulation environment, turbine speed step change is artificially simulated, and the the PFM loop quickly changes the turbine mechanical output power, so power response characteristics of the unit can be obtained under frequency disturbance. As shown in Figure 10 , when the unit speed signal has a step change n and the speed discrepancy exceeds the death zone (e.g., ±2 r/min) in Figure 10 , then the unit's frequency function begins to change the power of the unit. The time of the step change of the speed signal is the starting time of the PFM action. The symbol P e means the power change, and the power of the unit reaches a steady value of P sp as the action of PFM continues. After PFM action lasts 15 s, according to the requirements of the first dynamic, the variation of power P 15 /P sp × 100% should be greater than 75%. When the PFM action continues for 30 s, according to the second dynamic index, the variation of power P 30 /P sp × 100% should be greater than 90%. According to the third dynamic index, the stable time of PFM action should be less than 60 s.
The PFM performance assessment indicators are defined as follows.
In Equation (17), t S is the adjustment time of the PFM and the error band is marked as ∆ = ±2%. In order to evaluate the performance of the PFM, the power grid dispatching has the corresponding means to assess. Taking the Hunan Province power grid in China as an example, the implementation of the assessment of PFM of thermal power units is according to the related requirements of two documents [41, 42] . In these two detailed sets of rules, the main basis for the assessment of PFM is the unit contribution rate, which is defined as
In Equation (43), K is a power PFM contribution rate that represents the percentage of the real contribution H i and the theoretical contribution H e . The actual contribution H i represents the integral value of the actual power variation. The theoretical contribution H e represents the integral value of the theoretical FM power variation calculated according to the unequal speed rate in the FM duration. If K < 50%, the PFM of the unit will be considered unqualified. On the contrary, it will be considered qualified.
According to Equations (40)- (43), the chosen performance assessment indexes of PCS include a total of four items as shown in Table 2 . Table 2 . Dynamic performance indexes and qualified scope of the power control system (PCS).
Performance Dynamic Index
Qualified Scope 
At the same time, another auxiliary performance assessment index Num is given, i.e., the number of dynamic performance indicators satisfying the eligible range of parameters in Table 2 . The same weights for four dynamic performance metrics are given.
Finally, the performance assessment benchmarks and results for the PCS are shown in Table 3 below. Table 3 . Benchmark and result of dynamic performance assessment for the PCS (DPAI: Dynamic Performance Assessment Index).
DPAI
Num Performance Assessment Results
DPAI
The structure of PCS shown in Figures 4-6 are, respectively, adopted below. According to the established mathematical model in Section 3.2 and the performance assessment indexes as the benchmark in Table 3 , a deep assessment of the specific factors affecting PFM was carried out under the MATLAB (Version: 8.0.0.783(R2012b), MathWorks, Natick, MA, USA, 2017) simulation environment.
The simulation software version is Matlab2012b and the simulation and performance assessment flow is as follows: (1) build the simulation model; (2) calculate the four dynamic performance indexes; (3) calculate the main and auxiliary performance assessment indexes. The result is given depending on the circumstances.
Simulation of PCS
It is assumed that all equipment in the PCS works in the rated condition, and the disturbance signal is applied to it at the stable state. In this way, the mathematical model of each part can be simplified in the form of transfer function, which is convenient to establish the simulation model of the PCS in the MATLAB environment. Corresponding to the control structures of Figures 4-6 , the simulation model of the controlled object is established, respectively, using Equations (33), (34) , and (39) . Using the proper tuning method of controller parameters and selecting suitable parameters, the dynamic performance of PCS was analyzed. In order to obtain an ideal control effect, the controller needs features that match with the controlled object. Because the dynamic characteristics cannot be easily changed, only reasonable controller parameters can be set. In engineering, commonly used parameter tuning methods include the critical proportional band method, the attenuation curve method, the dynamic parameter method, and the empirical method [43] [44] [45] . The critical proportional zone method has certain limitation in practical applications. Some production processes do not allow for the generation of other side oscillations such as boiler drum level control in thermal power plants, and some controlled objects with larger inertia do not easily generate equal amplitude oscillations, so the proportional band and oscillation period cannot be obtained under critical conditions. The attenuation curve method was developed based on the critical proportional band method and has similar limitations. The dynamic parameter method requires the system to be tested with a step disturbance test under an open loop condition. Parameters are calculated according to the step response curve. The empirical method is essentially a method of trial and error. It is an effective method that is summed up in production practice and widely applied in process control field. The steps of this method are described according to operational experience. A set of controller parameters is determined, and closed loop operation is performed.
Step disturbance is then added to observe the adjustment process. If the adjustment process is unsatisfactory, regulator parameters are modified, and the disturbance test is repeated until the adjustment process is satisfactory. Finally, the combination of the empirical method and the theoretical algorithm introduced in Section 2.2 is used in this paper, so the performance differences can be compared directly under different parameters during parameter tuning.
The influence of the different control parameter on the control effect is complex and profound. Therefore, how to achieve the best PFM effect requires analysis of the relationship between different control parameters and PFM performance. For the stability and security requirements of the actual PCS, the conditions for comprehensive analytical research are not available, so the simulation of PCS was carried out under the following four cases. Suppose the local flow characteristic coefficient k = 1 in Equation (37).
The Influence of FF Coefficient K F on PCS
Firstly, the influence of FF coefficient on PFM was analyzed. In Figure 4 , through the total valve position instructions, the comprehensive valve position increment directly controls the steam turbine regulating valve and plays a fast regulation role. The PFM is a kind of disturbance for the stable operation of the unit since it changes power of the assembling unit quickly. In order to better balance the PFM and the stable operation of the unit, the comprehensive increment of the valve position is not directly superimposed on the total valve position instruction, instead adjusted by FF gain coefficient and then apply to it. Changing K F can adjust the primary frequency disturbance degree.
Let PCS, the conditions for comprehensive analytical research are not available, so the simulation of PCS was carried out under the following four cases. Suppose the local flow characteristic coefficient 1 k = in Equation (37).
The Influence of FF Coefficient
Firstly, the influence of FF coefficient on PFM was analyzed. In Figure 4 , through the total valve position instructions, the comprehensive valve position increment directly controls the steam turbine regulating valve and plays a fast regulation role. The PFM is a kind of disturbance for the stable operation of the unit since it changes power of the assembling unit quickly. In order to better balance the PFM and the stable operation of the unit, the comprehensive increment of the valve position is not directly superimposed on the total valve position instruction, instead adjusted by FF gain coefficient and then apply to it. Changing The results are shown in Table 4 . According to the power curve shown in Figure 8 , β 1 , β 2 , t S , and K are calculated, respectively, when K F = 0/0.4/0.8/1.2/1.6/2.0. The results are shown in Table 4 .
According to the requirements of β 1 , β 2 , t S , and K, Table 4 shows that β 1 , β 2 , and K increase to obtain better performance with the increase of K F , but the effect of K F on t S is not monotonic; that is, a K F value that is too small or too big will increase t S . Therefore, to make t S qualified, K F should be selected in the appropriate range. For K F , we ensure that a larger value is selected to optimize the performance of PFM on the premise that t S is qualified.
Because K F is not the only factor that affects the performance of PFM, the influence of different power controller parameters on their performance is further studied below. 
Influence of Controller Parameters on PCS
The PI control strategy is usually adopted in the power controller of the actual unit. When the parameter setting of the PI controller is not reasonable, the PFM performance of the unit will be decreased. According to Section 4.2.1 and the results in Table 3 and Figure 11 , the FF coefficient performs best when it is 0.8, so it may be assumed that it is 0.8. Therefore, let K F = 0.8, keep the PI integral gain K I = 0.05, and change the PI proportional gain. Four different power controllers are shown in Table 5 . The power simulation curve with different proportional gain is shown in Figure 12 , and the results of four performance indexes are also shown in Table 5 . Because F K is not the only factor that affects the performance of PFM, the influence of different power controller parameters on their performance is further studied below.
The PI control strategy is usually adopted in the power controller of the actual unit. When the parameter setting of the PI controller is not reasonable, the PFM performance of the unit will be decreased. According to Section 4.2.1 and the results in Table 3 and Figure 11 , the FF coefficient performs best when it is 0.8, so it may be assumed that it is 0.8. Therefore, let 0.8 Table 5 . The power simulation curve with different proportional gain is shown in Figure 12 , and the results of four performance indexes are also shown in Table 5 . When K P = 0.95, the system becomes unstable and the output power oscillates as shown in Figure 13 . It can be seen from Figure 13 , if the proportional gain becomes larger, the stability of the system will decline.
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From Figure 15 and Table 7 , we can see that the performance of the system is getting worse under the four different parameters. This means that the performance of the system under the first parameter is the best. The best parameter is also used in Section 4.2.4 below.
PCS Response under IMC-PI plus FF
The IMC-PI plus the FF structure in Figure 6 was adopted, and the performance of IMC-PI under a different FF coefficient is shown in Figure 16 . The performance index of PFM is shown in Table 8 . Figure 16 and Table 8 show that the four performance indexes of PFM change little with the increase in FF coefficient. Even the oscillation of output power increases, and the stability becomes worse, so FF control is not suitable for IMC.
When choosing the control strategy of the PCS, from the assessment of Sections 4.2.1 and 4.2.2, the performance of the traditional PI controller with FF is better than that without FF, while the performance of IMC without FF is better than that with FF according to the assessment of Sections 4.2.3 and 4.2.4. The main result of Section 4 is that FF control improves the conventional PI control.
The above conclusions are based on the ideal situation that is the local flow coefficient k = 1, so its effect on the performance of PCS will be further studied under the following circumstances in Section 5 below.
Robustness Assessment of the PI and IMC Control Structures
Valve Local Flow Coefficient k
When the thermal power unit is connected to the grid, the electro-hydraulic governor usually consists of four or six turbine control valves. There is only one electrical agency in the model that represents all turbine control valves. The valve management of the actual unit has two modes: sequence valve mode and single valve mode. When the unit is in sequence valve mode, the openings of every turbine control valve are not necessarily equal, but when the unit is in single valve mode, the openings of every turbine control valve are equal. The valve characteristic test was carried out on a certain 300 MW unit in sequence valve mode and single valve mode, respectively. During the test, the main steam pressure, the main steam temperature, and the condenser vacuum were kept relatively stable, and the test data are shown in Tables 8 and 9 . At the same time, all local flow coefficients were calculated according to Equation (12) and are listed in the rightmost column of Tables 9 and 10. From Table 9 , in sequence valve mode, the relationship between µ and Q is shown in Figure 17 , and the relationship between µ and P E is shown in Figure 18 . From Table 9 , in sequence valve mode, the relationship between μ and Q is shown in Figure 17 , and the relationship between μ and E P is shown in Figure 18 . From Table 9 , in sequence valve mode, the relationship between μ and Q is shown in Figure 17 , and the relationship between μ and E P is shown in Figure 18 . From Table 10 , in single valve mode, the relationship between µ and Q is shown in Figure 19 , and the relationship between µ and P E is shown in Figure 20. 98
From Table 10 , in single valve mode, the relationship between μ and Q is shown in Figure 19 , and the relationship between μ and E P is shown in Figure 20 . From Figures 17 and 19 , it can be seen that there is a great deviation between the actual flow curve and the ideal curve of the unit, showing a strong nonlinearity. Similarly from Figures 18 and  20 , it can also be seen that there is a great deviation between the actual power curve and the ideal curve of the unit, and this deviation is due to the nonlinear nature of the valve flow characteristics.
In order to quantify the deviation between the actual flow curve and the ideal curve of the unit, the local flow coefficient is used to express the effect of the change of the total valve opening on the steam flow. In sequence valve mode, the relationship between μ and k is shown in Figure 21 . In single valve mode, the relationship between μ and k is shown in Figure 22 . From Figures 17 and 19 , it can be seen that there is a great deviation between the actual flow curve and the ideal curve of the unit, showing a strong nonlinearity. Similarly from Figures 18 and 20 , it can also be seen that there is a great deviation between the actual power curve and the ideal curve of the unit, and this deviation is due to the nonlinear nature of the valve flow characteristics.
In order to quantify the deviation between the actual flow curve and the ideal curve of the unit, the local flow coefficient is used to express the effect of the change of the total valve opening on the steam flow. In sequence valve mode, the relationship between µ and k is shown in Figure 21 . In single valve mode, the relationship between µ and k is shown in Figure 22 .
curve of the unit, and this deviation is due to the nonlinear nature of the valve flow characteristics.
In order to quantify the deviation between the actual flow curve and the ideal curve of the unit, the local flow coefficient is used to express the effect of the change of the total valve opening on the steam flow. In sequence valve mode, the relationship between μ and k is shown in Figure 21 . In single valve mode, the relationship between μ and k is shown in Figure 22 . 
The Influence of k on PCS Performance
In the case of different local flow coefficients, the output y1 of PCS under traditional PI plus FF control, which is compared with the output of y2 under IMC plus PI. In other words, the control structures in Figures 4 and 5 Table 7 are adopted.
, the out power under PI plus FF and IMC-PI are shown in Figure 23 , and the corresponding performance results are shown in Tables 11 and 12 . 
In the case of different local flow coefficients, the output y1 of PCS under traditional PI plus FF control, which is compared with the output of y2 under IMC plus PI. In other words, the control structures in Figures Table 7 are adopted. Figure 23 , Table 11 , and Table 12 show that three indexes are not qualified under k ∈ (0, 0.7], so the performance of PCS under traditional PI plus FF is very poor. Only when k ∈ [0.8, 1 .0] are all four indexes qualified. As a contrast, all indexes of PCS based on IMC are superior to the traditional one.
Similarly, when k ∈ (1.0, 2.0], the out power under PI plus FF and IMC-PI are, respectively, shown in Figure 24 , and the corresponding performance results are shown in Tables 13 and 14 Figure 24 , and the corresponding performance results are shown in Tables 13 and 14 . Figure 24 , Table 13 , and Table 14 show that the four performance indexes of PCS, respectively, based on traditional PI and IMC are qualified under k ∈ (1.0, 2.0]. For the three indexes, β 1 , β 2 , and K, the PI plus FF performance is better than IMC-PI, but for t S , the IMC is superior to PI plus FF. In a word, the overall performance of IMC-PI is stable and superior to the traditional one.
Similarly, when k ∈ (2.0, 16.0), the out power under PI plus FF and IMC-PI are, respectively, shown in Figure 25 , and the corresponding performance indexes are shown in Tables 15 and 16 . 
Note. ※ --indicates that the system is unstable. 
Note: ※ --indicates that the system is unstable. Table 15, and Table 16 show that, under k ∈ (2.0, 16.0), the traditional PI plus FF power system control becomes unstable when k ≥ 5.0, and the IMC one becomes unstable when k ≥ 16.0, so the system based on IMC can maintain stability and perform better in a larger parameter range. That is, the PCS based on IMC-PI is more robust than that based on PI-FF.
Through the simulation method, this section analyzes the robustness of PCS and the theoretical derivation and the assessment to this question will be carried out in the next section. When the local flow coefficient is the open-loop gain of the system, the root locus method is used to analyze the relationship between the stability of the system and this variable.
Closed Loop Characteristic Root Locus Assessment
The assessment of Section 5.2 shows that, when the k increases to a certain extent, the traditional PCS based on PI plus FF becomes unstable. Compared with the traditional system, the stability of PCS based on IMC-PI is analyzed. The controller parameters are the same as in Section 5.2.
The closed loop characteristic equation of traditional system based on PI plus FF is as follows:
Substitute the relevant parameters and Equations (30), (31), (34), (35) , and (39) into Equation (46), the open-loop transfer function is obtained: 
Compared with Equation (46), the closed loop characteristic equation of the PCS based on IMC-PI is as follows:
Similarly, the open loop transfer function corresponding to the IMC-PI control system is as follows: .
Let k = 0 → ∞ , the root locus of the traditional PI-FF and IMC-PI control system are, respectively, shown in Figures 26 and 27 .
As can be seen from Figures 26 and 27 that the traditional PID control system is in critical oscillation when k ≈ 3.9734, while the IMC system is in critical oscillation when k ≈ 15.3793. This means that, when the local flow coefficient is too large, the new system is not prone to oscillate and the stability of the system is enhanced. The assessment of the closed-loop control system using the root locus method verifies the correctness of the simulation results in Section 5.2. Compared with the theoretical assessment, the simulation method is more intuitive and easy to understand for engineers.
The results of Sections 4 and 5 show that the performance assessment results based on IMC are obviously superior to traditional PI control. The main reason is that the control strategy based on IMC is more advanced in structure than traditional PI control, and its robustness is obviously stronger when the IM is established properly. When the characteristics of the controlled object change during operation, its adaptability is stronger too. 
Let 0 k = → ∞ , the root locus of the traditional PI-FF and IMC-PI control system are, respectively, shown in Figures 26 and 27 .
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Real Axis (seconds As can be seen from Figures 26 and 27 that the traditional PID control system is in critical oscillation when 3.9734 k ≈ , while the IMC system is in critical oscillation when 15.3793 k ≈ . This means that, when the local flow coefficient is too large, the new system is not prone to oscillate and the stability of the system is enhanced. The assessment of the closed-loop control system using the root locus method verifies the correctness of the simulation results in Section 5.2. Compared with the theoretical assessment, the simulation method is more intuitive and easy to understand for engineers.
Conclusions
Firstly, according to the typical composition of the generating side of the power plant, the mathematical model of the PCS is established by the combination of theoretical assessment and system identification. At the same time, three typical control structures are given. Secondly, four dynamic performance indexes are given to evaluate the control performance of the PCS. A dynamic performance assessment index is defined by four dynamic performance indexes. At the same time, an auxiliary performance assessment index is given, and the benchmark and result of performance assessment are defined for the PCS. In a simulated environment, the performance of the PCS with different parameters was compared. According to the assessment results, the traditional PI controller combined with the FF coefficient can achieve better performance. The combination of IMC and PI can also achieve better control performance, but the IMC is not suitable for adding FF coefficients. At the same time, the IMC combined with PI control mode achieved better overall performance than the traditional PI control mode. When tuning the parameters of the controller, despite the use of trial and error, which is slightly less theoretical, it can intuitively provide results to the engineers. Thirdly, the definition of the local flow coefficient of the valve is given. When the steam turbine is controlled in two different control modes, namely, the sequence valve and the single valve, the local flow coefficient is not completely consistent with the ideal linear characteristics. Therefore, in the same simulation environment, the influence of valve local flow coefficient on the robustness of PCS is analyzed. At the same time, when the PCS is in a critical stable state, the root locus assessment method is used. The numerical results also show that the IMC combined with PI is more robust than the traditional PI plus FF control strategy.
It should be noted that the application of IMC in power plant is not as wide as that of traditional PI. The reason is that the parameter tuning of IMC is more complex, while the parameter tuning of traditional PI controller is more mature. All these limit the wide application of IMC in power plants with emphasis on safety. In this paper, combined with a trial-and-error method and an optimization algorithm, the parameters of the PI controller are adjusted, which provides technical support for the wide application of IMC in practical power plants. Future research mainly includes three aspects: firstly, to establish a more accurate model of PCS; secondly, to study how to establish a better performance control strategy through simulation technology; finally, to find new problems of various new control strategies through field application in power plants. 
Conflicts of Interest:
The authors declare no conflicts of interest. 
Abbreviations
AGC
